
 

                       

  

Lead Testing Initial Results 

The Laclede County R-1 School District received our initial lead testing results on Saturday, December 9, 2023. 

Testing was conducted on fixtures used for drinking or food preparation. 

 

Testing Criteria: 

Each sample was tested for total lead content which includes dissolved and particulate. The elevated level is 

defined as a level of lead at or above 5 parts per billion. Sampling was conducted per EPA test guidelines by initial 

draw after stagnation (periods of non-use that exceed eight hours). This manner of testing is the first step in 

localization and is paired with follow-up flush testing to further localize the source of any elevated levels. 

 

Explanation of results: 

Total test points sampled - 96 

Total samples above the action level of 5 parts per billion – 4 

 

Immediate actions: 

In accordance with guidance from the EPA, the affected fixtures have been temporarily turned off while we await 

the arrival of lead reducing filters. 

Next steps: 

Once remediation steps have been completed, follow up flush samples will be collected per EPA and DHSS 

testing guidelines. 

 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

 

Customer #: 72-105875 www.pacelabs.com 

 

December 09, 2023 

Matthew Searson 

Laclede County R-1 SD 

726 W. Jefferson 

Conway, MO 65632 RE: 

Drinking Water Lead 

Dear Matthew Searson: 

Please find enclosed the analytical results for the 96 sample(s) the laboratory received on 11/22/23  2:45 pm and logged 

in under work order GK04047. All testing is performed according to our current TNI accreditations unless otherwise 

noted. This report cannot be reproduced, except in full, without the written permission of Pace Analytical Services, LLC. 

If you have any questions regarding your report, please contact your project manager. Quality and timely data is of the 

utmost importance to us. 

Pace Analytical Services appreciates the opportunity to provide you with analytical expertise. We are always trying to 

improve our customer service and we welcome you to contact the General Manager, Lisa Grant, with any feedback you 

have about your experience with our laboratory at 309-683-1764 or lisa.grant@pacelabs.com. 

 

Chenise Lambert-Sykes 

Project Manager 

(314)432-0550 

Chenise.Lambert-Sykes@pacelabs.com 

Sincerely, 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

 

 

 
 

Customer #: 72-105875 www.pacelabs.com 

SAMPLE RECEIPT CHECK LIST 

Items not applicable will be marked as in compliance 

 

 Work Order GK04047 

 

         

COC completed & legible 

Sampler name & signature present 

Unique sample IDs assigned 

Sample collection location recorded 

Date & time collected recorded on COC 

Relinquished by client signature on COC 

COC & labels match 

Sample labels are legible 

Appropriate bottle(s) received 

Sufficient sample volume received 

Sample containers received undamaged 

Zero headspace, <6 mm present in VOA vials 

Trip blank(s) received 

All non-field analyses received within holding times 

Short hold time analysis 

Case narrative provided 

YES

 
YES 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

YES 

NO 

NO 

YES 

YES 

YES 

Samples received within temperature compliance when applicable 
YES 

NO 

Current PDC COC submitted 

COC present upon sample receipt 
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2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

 

Customer #: 72-105875 www.pacelabs.com 

 

Sample: GK04047-01 

Name: WF CARDOSO - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:07 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:25 KMC EPA 200.8 REV 5.4 

Sample: GK04047-02 

Name: WF CARDOSO - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:08 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:27 KMC EPA 200.8 REV 5.4 

Sample: GK04047-03 

Name: WF COCHRANE - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:10 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:28 KMC EPA 200.8 REV 5.4 

Sample: GK04047-04 

Name: WF COCHRANE - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:12 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 16:30 KMC EPA 200.8 REV 5.4 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 3.19 ug/L 12/05/23 11:24 1 1.00 12/05/23 16:39 KMC EPA 200.8 REV 5.4 

Sample: GK04047-05 

Name: BF COCHRANE - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:14 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:32 KMC EPA 200.8 REV 5.4 

Sample: GK04047-06 

Name: BF COCHRANE - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:12 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:33 KMC EPA 200.8 REV 5.4 

Sample: GK04047-07 

Name: WF BRADLEY - STAGNANT 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:15 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 3.68 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:38 KMC EPA 200.8 REV 5.4 

Sample: GK04047-08 

Name: WF BRADLEY - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:16 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 10:28 KMC EPA 200.8 REV 5.4 

Sample: GK04047-09 

Name: TEACHER WORK ROOM SINK - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 07:23 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.33 ug/L 12/05/23 11:24 1 1.00  12/05/23 16:41 KMC EPA 200.8 REV 5.4 

Sample: GK04047-10 

Name: TEACHER WORK ROOM SINK - FLUSH 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 07:24 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00  12/06/23 10:25 KMC EPA 200.8 REV 5.4 

Sample: GK04047-11 

Name: POTTEIGER WHITE SINK - STAGNANT Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 07:26 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 8.33 ug/L 12/06/23 10:07 1 1.00  12/06/23 10:26 KMC EPA 200.8 REV 5.4 

Sample: GK04047-12 

Name: POTTEIGER WHITE SINK - FLUSH Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 07:27 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 2.34 ug/L 12/06/23 10:07 1 1.00 12/06/23 10:37 KMC EPA 200.8 REV 5.4 

Sample: GK04047-13 

Name: HS NURSE SINK - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:19 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 3.50 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:30 KMC EPA 200.8 REV 5.4 

Sample: GK04047-14 

Name: HS NURSE SINK - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:20 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.30 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:31 KMC EPA 200.8 REV 5.4 

Sample: GK04047-15 

Name: WF HS HALLWAY WEST - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:29 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 2.25 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:33 KMC EPA 200.8 REV 5.4 

Sample: GK04047-16 

Name: WF HS HALLWAY WEST - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:30 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 10:47 KMC EPA 200.8 REV 5.4 

Sample: GK04047-17 

Name: WF HS HALLWAY EAST - STAGNANT 

Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 07:31 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:39 KMC EPA 200.8 REV 5.4 

Sample: GK04047-18 

Name: WF HS HALLWAY EAST - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:32 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:41 KMC EPA 200.8 REV 5.4 

Sample: GK04047-19 

Name: BF HS HALLWAY EAST - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:32 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:42 KMC EPA 200.8 REV 5.4 

Sample: GK04047-20 

Name: BF HS HALLWAY EAST - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:34 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 10:56 KMC EPA 200.8 REV 5.4 

Sample: GK04047-21 

Name: WF HS GYM - STAGNANT 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:35 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:48 KMC EPA 200.8 REV 5.4 

Sample: GK04047-22 

Name: WF HS GYM - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:36 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:50 KMC EPA 200.8 REV 5.4 

Sample: GK04047-23 

Name: BF HS GYM - STAGNANT 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:37 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:51 KMC EPA 200.8 REV 5.4 

Sample: GK04047-24 

Name: BF HS GYM - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:38 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:02 KMC EPA 200.8 REV 5.4 

Sample: GK04047-25 

Name: WADE'S RM SINK #1 - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:40 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.41 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:58 KMC EPA 200.8 REV 5.4 

Sample: GK04047-26 

Name: WADE'S RM SINK #1 - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:41 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.55 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 10:59 KMC EPA 200.8 REV 5.4 

Sample: GK04047-27 

Name: WADE'S RM SINK #2 - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:42 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 2.30 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:01 KMC EPA 200.8 REV 5.4 

Sample: GK04047-28 

Name: WADE'S RM SINK #2 - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:43 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:15 KMC EPA 200.8 REV 5.4 

Sample: GK04047-29 

Name: WADE'S RM SINK #3 - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:43 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 2.04 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:04 KMC EPA 200.8 REV 5.4 

Sample: GK04047-30 

Name: WADE'S RM SINK #3 - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:44 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:09 KMC EPA 200.8 REV 5.4 

Sample: GK04047-31 

Name: WADE'S RM SINK #4 - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:45 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 3.51 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:10 KMC EPA 200.8 REV 5.4 

Sample: GK04047-32 

Name: WADE'S RM SINK #4 - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:46 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:21 KMC EPA 200.8 REV 5.4 

Sample: GK04047-33 

Name: WF JH NORTH - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:48 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:16 KMC EPA 200.8 REV 5.4 

Sample: GK04047-34 

Name: WF JH NORTH - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:51 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.64 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:18 KMC EPA 200.8 REV 5.4 

Sample: GK04047-35 

Name: BF JH NORTH - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:50 

Received: 11/22/23 14:45 
 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:20 KMC EPA 200.8 REV 5.4 

Sample: GK04047-36 

Name: BF JH NORTH - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:53 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 11.5 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:34 KMC EPA 200.8 REV 5.4 

Sample: GK04047-37 

Name: WF JH SOUTH - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:52 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:23 KMC EPA 200.8 REV 5.4 

Sample: GK04047-38 

Name: WF JH SOUTH - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 07:53 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:24 KMC EPA 200.8 REV 5.4 

Sample: GK04047-39 

Name: LARKIN SINK - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 07:55 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 4.86 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:26 KMC EPA 200.8 REV 5.4 

Sample: GK04047-40 

Name: LARKIN SINK - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:56 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:40 KMC EPA 200.8 REV 5.4 

Sample: GK04047-41 

Name: WF FEMA EAST - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 07:59 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:35 KMC EPA 200.8 REV 5.4 

Sample: GK04047-42 

Name: WF FEMA EAST - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:00 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:37 KMC EPA 200.8 REV 5.4 

Sample: GK04047-43 

Name: WF FEMA WEST - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:01 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:38 KMC EPA 200.8 REV 5.4 

Sample: GK04047-44 

Name: WF FEMA WEST - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:02 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:46 KMC EPA 200.8 REV 5.4 

Sample: GK04047-45 

Name: BF FEMA WEST - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:03 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:41 KMC EPA 200.8 REV 5.4 

Sample: GK04047-46 

Name: BF FEMA WEST - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:04 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:43 KMC EPA 200.8 REV 5.4 

Sample: GK04047-47 

Name: HS ICE MACHINE - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 08:10 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:45 KMC EPA 200.8 REV 5.4 

Sample: GK04047-48 

Name: HS ICE MACHINE - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:11 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 11:59 KMC EPA 200.8 REV 5.4 

Sample: GK04047-49 

Name: HS KITCHEN TILT SKILLET - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 08:21 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.24 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:48 KMC EPA 200.8 REV 5.4 

Sample: GK04047-50 

Name: HS KITCHEN TILT SKILLET - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:22 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 11:56 KMC EPA 200.8 REV 5.4 

Sample: GK04047-51 

Name: HS KITCHEN SALAD BAR - STAGNANT Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 08:20 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00  12/06/23 11:57 KMC EPA 200.8 REV 5.4 

Sample: GK04047-52 

Name: HS KITCHEN SALAD BAR - FLUSH Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 08:21 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00 12/06/23 12:05 KMC EPA 200.8 REV 5.4 

Sample: GK04047-53 

Name: HS KITCHEN DRY STORAGE - STAGNANT 

Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 08:26 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/06/23 10:07 1 1.00  12/06/23 12:00 KMC EPA 200.8 REV 5.4 

Sample: GK04047-54 

Name: HS KITCHEN DRY STORAGE - FLUSH Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 08:27 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 12:02 KMC EPA 200.8 REV 5.4 

Sample: GK04047-55 

Name: WF AG BLDG - STAGNANT 

Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:47 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 12:03 KMC EPA 200.8 REV 5.4 

Sample: GK04047-56 

Name: WF AG BLDG - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:47 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 16:46 KMC EPA 200.8 REV 5.4 

Sample: GK04047-57 

Name: KECK SINK - STAGNANT 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:47 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 12:06 KMC EPA 200.8 REV 5.4 

Sample: GK04047-58 

Name: KECK SINK - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 08:49 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 12:11 KMC EPA 200.8 REV 5.4 

Sample: GK04047-59 

Name: BUS BARN SINK  - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:53 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/06/23 10:07 1 1.00  12/06/23 12:13 KMC EPA 200.8 REV 5.4 

Sample: GK04047-60 

Name: BUS BARN SINK  - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:54 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 16:52 KMC EPA 200.8 REV 5.4 

Sample: GK04047-61 

Name: BASEBALL CONCESSIONS - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:48 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 12.7 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:47 KMC EPA 200.8 REV 5.4 

Sample: GK04047-62 

Name: BASEBALL CONCESSIONS - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:49 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:49 KMC EPA 200.8 REV 5.4 

Sample: GK04047-63 

Name: FEMA CONCESSIONS - STAGNANT 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:07 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:50 KMC EPA 200.8 REV 5.4 

Sample: GK04047-64 

Name: FEMA CONCESSIONS - FLUSH 

 Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 08:08 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:01 KMC EPA 200.8 REV 5.4 

Sample: GK04047-65 

Name: PATTEN SINK - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:00 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:56 KMC EPA 200.8 REV 5.4 

Sample: GK04047-66 

Name: PATTEN SINK - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 09:01 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 16:58 KMC EPA 200.8 REV 5.4 

Sample: GK04047-67 

Name: CHAPPELLE SINK - STAGNANT 

Matrix: Drinking Water - Grab 

   

 

Sampled: 11/18/23 09:10 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 1.52 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:00 KMC EPA 200.8 REV 5.4 

Sample: GK04047-68 

Name: CHAPPELLE SINK - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:10 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:11 KMC EPA 200.8 REV 5.4 

Sample: GK04047-69 

Name: TALLEY SINK - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:15 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:03 KMC EPA 200.8 REV 5.4 

Sample: GK04047-70 

Name: TALLEY SINK - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 09:16 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:07 KMC EPA 200.8 REV 5.4 

Sample: GK04047-71 

Name: WF PREK/K SOUTH - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:03 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:09 KMC EPA 200.8 REV 5.4 

Sample: GK04047-72 

Name: WF PREK/K SOUTH - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:04 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:20 KMC EPA 200.8 REV 5.4 

Sample: GK04047-73 

Name: BF PREK/K SOUTH - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:06 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:15 KMC EPA 200.8 REV 5.4 

Sample: GK04047-74 

Name: BF PREK/K SOUTH - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:06 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:17 KMC EPA 200.8 REV 5.4 

Sample: GK04047-75 

Name: WF PREK/K NORTH - STAGNANT 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:07 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:18 KMC EPA 200.8 REV 5.4 

Sample: GK04047-76 

Name: WF PREK/K NORTH - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:08 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 5.34 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:29 KMC EPA 200.8 REV 5.4 

Sample: GK04047-77 

Name: WF ART/MUSIC - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:12 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 3.47 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:21 KMC EPA 200.8 REV 5.4 

Sample: GK04047-78 

Name: WF ART/MUSIC - FLUSH 

 Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 09:13 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 4.91 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:23 KMC EPA 200.8 REV 5.4 

Sample: GK04047-79 

Name: WF LOWER HALL SOUTH - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:18 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 4.18 ug/L 12/05/23 11:24 1 1.00  12/05/23 17:25 KMC EPA 200.8 REV 5.4 

Sample: GK04047-80 

Name: WF LOWER HALL SOUTH - FLUSH Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 09:18 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:39 KMC EPA 200.8 REV 5.4 

Sample: GK04047-81 

Name: WF LOWER HALL NORTH - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:20 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:34 KMC EPA 200.8 REV 5.4 

Sample: GK04047-82 

Name: WF LOWER HALL NORTH - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:21 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:36 KMC EPA 200.8 REV 5.4 

Sample: GK04047-83 

Name: BF LOWER HALL NORTH - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:22 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00  12/05/23 17:37 KMC EPA 200.8 REV 5.4 

Sample: GK04047-84 

Name: BF LOWER HALL NORTH - FLUSH 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:23 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 3.98 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:45 KMC EPA 200.8 REV 5.4 

Sample: GK04047-85 

Name: ES ICE MACHINE - STAGNANT Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:26 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:40 KMC EPA 200.8 REV 5.4 

Sample: GK04047-86 

Name: ES ICE MACHINE - FLUSH 

Matrix: Drinking Water - Grab 

     Sampled: 11/18/23 09:28 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:42 KMC EPA 200.8 REV 5.4 

Sample: GK04047-87 

Name: WF UPPER HALL SOUTH - STAGNANT Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 09:29 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 2.33 ug/L 12/05/23 11:24 1 1.00  12/05/23 17:43 KMC EPA 200.8 REV 5.4 

Sample: GK04047-88 

Name: WF UPPER HALL SOUTH - FLUSH Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 09:30 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00 12/05/23 17:57 KMC EPA 200.8 REV 5.4 

Sample: GK04047-89 

Name: WF UPPER HALL CENTER - STAGNANT Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 09:37 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:46 KMC EPA 200.8 REV 5.4 

Sample: GK04047-90 

Name: WF UPPER HALL CENTER - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:38 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:54 KMC EPA 200.8 REV 5.4 

Sample: GK04047-91 

Name: WF UPPER HALL NORTH - STAGNANT 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:32 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 12/05/23 11:24 1 1.00  12/05/23 17:56 KMC EPA 200.8 REV 5.4 

Sample: GK04047-92 

Name: WF UPPER HALL NORTH - FLUSH 

 Matrix: Drinking Water - Grab 

   Sampled: 11/18/23 09:33 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

ANALYTICAL RESULTS 

Customer #: 72-105875 www.pacelabs.com 

Total Metals - PIA 

Lead 1.48 ug/L 12/05/23 11:24 1 1.00 12/05/23 18:04 KMC EPA 200.8 REV 5.4 

Sample: GK04047-93 

Name: BF UPPER HALL NORTH - STAGNANT Matrix:

 Drinking Water - Grab 

   Sampled: 11/18/23 09:34 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 17:59 KMC EPA 200.8 REV 5.4 

Sample: GK04047-94 

Name: BF UPPER HALL NORTH - FLUSH 

Matrix: Drinking Water - Grab 

    Sampled: 11/18/23 09:35 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead < 1.00 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 18:01 KMC EPA 200.8 REV 5.4 

Sample: GK04047-95 

Name: ES KITCHEN SINK - STAGNANT 

Matrix: Drinking Water - Grab 

  

 

 Sampled: 11/18/23 09:40 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 

Total Metals - PIA 

Lead 2.53 ug/L 

 

12/05/23 11:24 1 1.00  12/05/23 18:02 KMC EPA 200.8 REV 5.4 

Sample: GK04047-96 

Name: ES KITCHEN SINK - FLUSH Matrix:

 Drinking Water - Grab 

    Sampled: 11/18/23 09:41 

Received: 11/22/23 14:45 

 

Parameter Result Unit Qualifier Prepared Dilution MRL  Analyzed Analyst Method 



Pace Analytical Services, LLC 

2231 W. Altorfer Drive 

Peoria, IL 61615 

(800)752-6651 

 

 

 

 
 

Customer #: 72-105875 www.pacelabs.com 

NOTES 

Specifications regarding method revisions, method modifications, and calculations used for analysis are available upon request. Please contact your 

project manager. 

 * Not a TNI accredited analyte                                    

Certifications 

CHI - McHenry, IL - 4314-A  W. Crystal Lake Road, McHenry, IL 60050 

TNI Accreditation for Drinking Water and Wastewater Fields of Testing through IL EPA  Accreditation No. 100279 

Illinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17556 

PIA - Peoria, IL - 2231 W. Altorfer Drive, Peoria, IL 61615 

TNI Accreditation for Drinking Water, Wastewater, Solid and Hazardous Material Fields of Testing through IL EPA  Accreditation 

No. 100230 

Illinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory Registry No. 17553 

Drinking Water Certifications/Accreditations: Iowa (240); Kansas (E-10338); Missouri (870) 

Wastewater Certifications/Accreditations: Arkansas (88-0677); Iowa (240); Kansas (E-10338) 

Solid and Hazardous Material Certifications/Accreditations: Arkansas (88-0677); Iowa (240); Kansas (E-10338) 

SPMO - Springfield, MO - 1805 W Sunset Street, Springfield, MO 65807 USEPA 

DMR-QA Program 

STL - Hazelwood, MO - 944 Anglum Rd, Hazelwood, MO 63042 

TNI Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing through KS KDHE Certification No. E-10389 TNI 

Accreditation for Wastewater, Solid and Hazardous Material Fields of Testing  through IL EPA  Accreditation No. - 200080 

Illinois Department of Public Health Bacterial Analysis in Drinking Water Approved Laboratory, Registry No. 171050 

Missouri Department of Natural Resources - Certificate of Approval for Microbiological Laboratory Service - No. 1050 

 

Certified by: Chenise Lambert-Sykes, Project Manager 
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